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e ACCESSIBLE EXP EXPOSED, EXPANSION NAT NATURAL TERM TERMINAL STC =47
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GENERAL NOTES:

1. CONTRACTOR MUST FOLLOW ALL INFECTION CONTROL
PROCEDURES AND TEMPORARY CONSTRUCTION DEFINED IN
PROJECT MANUAL.

2. CONTRACTOR IS TO COORDINATE ALL WORK AND SCHEDULES
WITH VAMC COR. ROOMS SHOWN ARE NOT AVAILABLE FOR USE
CONCURRENTLY. SEE SHEET AD-100 FOR ADDITIONAL INFORMATION.

N
{ T T =) = \
]SERVI E ELEVATORS " .

[T

3. NEGATIVE PRESSURE MUST BE MAINTAINED 24/7 IN EACH ACTIVE
WORK AREA. SEE SHEET AD-100 FOR ADDITIONAL INFORMATION.

1 [ 1 ’,7

n r / L - r
[l

OCCUPATIONAL THERAPY

ACT CEILING

4. NO CONTRACTOR STORAGE IS ACCEPTABLE IN CORRIDORS. ALL
MATERIAL MUST BE CONTAINED IN THE ACTIVE WORK AREA, OR
ASSIGNED AREAS ACCEPTABLE TO THE COR.

5. ENTRY TO EACH ROOM IS TO BE SEALED W/ OVERLAPPING REINF.
PLASTIC PARTITION SUCH THAT NEGATIVE AIR PRESSURE IS
MAINTAINED BETWEEN CORRIDOR & ROOM BY EXHAUSTING AIR OUT
OF ROOM . —

DUMPSTER LOCATION
DURING CONSTRUCTION V

I— 6. PROVIDE WALK OFF MATS INSIDE EACH ROOM BY EACH DOOR. [t "+ "]

g\ f\ ' DOWN PRIOR TO ENTRY. ONCE IN, CARTS SHOULD BE WIPED DOWN
/

PRIOR TO RELOCATION TO NEW WORK AREA.

—_— 7. ALL CONTRACTOR EQUIPMENT / CARTS ETC... MUST BE WIPED @
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1D BASEMENT & PARTIAL SITE PLAN = 5TH FLOOR ICRA PLAN OF KEY PLAN
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three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

.

one quarter inch = one foot
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COORDINATION OF PHASES

GENERAL NOTES:
PHASE LEGEND 1. DEMOLITION AND CONSTRUCTION THAT IS DISRUPTIVE TO THE OWNER'S
e @ OPERATIONS ARE TO BE PERFORMED ONLY BETWEEN THE HOURS OF 7:00 AM TO
= PHASE 1 9:00PM IN 2 HRS ON (MAX) & 2 HRS OFF (MIN) INCREMENTS. EXACT TIME TO BE
3 L L L LI COORDINATED W/ VAMC COTR,
N
a PHASE 2 2. REFER TO SHEET AD-100 FOR EXISTING FLOOR PLAN CONFIGURATION.
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